2001

9/17/2001
9/19/2001
9/25/2001
9/27/2001
10/4/2001
10/11/2001
10/22/2001
10/25/2001
10/30/2001
11/7/2001
11/12/2001
11/13/2001
11/14/2001
11/15/2001
11/19/2001
11/20/2001
12/3/2001
12/12/2001
12/18/2001
12/20/2001

Sample Date Flash Point
(MM/DD/YR)

(degrees F)
>200
>200
>200
>200
>200
>200
>200
>200
>200
>200
>200
>200
>200
>200
>200
>200
>200
>200
>200
>200

MPPE Test Results - Saukville (2001 - 2004 YTD)

Xylene Concentration In  Xylene Concentration Out

(mgll)
NS
NS
NS
250
100
530
680

11000
770

3200
110
140
200
290
250

1700

19000
250

5000
130

(mg/l)
ND (<3.1)
24
6
ND (<6.3)
4.7
160
100
2200
32
430
24
14
ND (<1.3)
1.8
ND (<6.3)
62
2300
49
130
35

% Efficiency
(%)
98.5
76.0
94.0
96.9
95.3
69.8
85.3
80.0
95.8
86.6
97.8
99.0
99.7
99.4
98.7
96.4
87.9
80.4
97.4
73.1




MPPE Test Results - Saukville (2001 - 2004 YTD)

Sample Date Flash Point Xylene Concentration In Xylene Concentration Out % Efficiency

(MM/DD/YR) (degrees F) (mg/l) (mg/l) (%)
2002 1/9/2002 >200 430 78 81.9
1/15/2002 >200 5100 1100 78.4
2/4/2002 >200 1400 18 98.7
2/21/2002 >200 7000 1900 72.9
3/5/2002 >200 390 11 97.2
3/7/2002 >200 270 <2.5 99.5
3/18/2002 >200 790 37 95.3
3/21/2002 >200 4900 110 97.8
5/6/2002 >200 2200 130 94.1
6/18/2002 >200 310 <1.3 99.8
7/30/2002 >200 4000 <3.1 100.0
8/28/2002 >200 1300 94 92.8
9/26/2002 >200 290 <9.5 98.3
10/23/2002 >200 1100 280 74.5

11/21/2002 >200 2100 1400 33.3




MPPE Test Results - Saukville (2001 - 2004 YTD)

Sample Date Flash Point Xylene Concentration In  Xylene Concentration Out % Efficiency

(MM/DD/YR) (degrees F) (mg/l) (mg/l) (%)

2003 2/3/2003 >200 206 43.1 79.1
4/22/2003 >200 8490 17 99.8

6/11/2003 >200 21800 2200 89.9

7/21/2003 >200 1300 873 32.8

9/30/2003 >200 305 250 18.0
11/19/2003 >200 268 9.2 96.6

Sample Date Flash Point Xylene Concentration In Xylene Concentration Out % Efficiency

(MM/DD/YR) (degrees F) (mg/l) (mg/l) (%)

2004 1/20/2004 >200 309 118 61.8
3/26/2004 >200 2860 976 65.9

5/18/2004 >200 1230 74 94.0

8/17/2004 >200 1060 150 85.8

Average 85.5

Note: For concentration comparison, the Federal drinking water (DW) standard is 10 mg/I for xylene.

Total Samples 45
Percentage
With: 16 < Drinking Water (DW) Stal 36%
29 <10 X DW Standard 64%
36 < 15 X DW Standard 80%
42 <100 X DW Standard 93%
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